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SOLUTIONS

 1/8" = 1'-0" RENOVATE BUILDING 69

CGS/WCM KLC

BASEMENT POWER PLAN

72 86

E-101
1/22/2014

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 1/8" = 1'-0"1 BASEMENT POWER PLAN

BASEMENT POWER & LIGHTING PLAN NOTES:

1. ALL RECEPTACLE CONDUCTORS SHALL BE 2-12 AWG, 1-12 AWG EG IN 3/4" EMT UNLESS
NOTED OTHERWISE.

2. VERIFY LOCATION OF MECHANICAL EQUIPMENT WITH MECHANICAL DRAWINGS.

3. SEE E-601 FOR EQUIPMENT CONDUCTOR SCHEDULE.
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